BASE BUILDING SPACE ALLOCATION

Final Validated
Sllowable o | Attowable
ROOM FUNCTION Space per ATCT/

Staff |Max shift| TRACON| Space
Count | Staffing

3RD FLOOR




2ND FLOOF

1ST FLOOR

SS-Systems Specialist 96 192
On-Site ATSS 96 864
Electronics Equipment Room(s) req 4,000
TELCO req 475
Logistics req 150
Storage req 1,200
Technical Library req 450
LAN Room/Security Equipment req 100
7431

On-Site ATSS (Env) 96 288
E/G Room req 1,200
Electrical Switchgear Room req 1,900
UPS Room req 500
Battery Room req 600
Mechanical Equipment Areas req 5,000
Technical Work Space req 500
Environmental Shop req 600
DDC/Fire/Power/RMM Control Room req 150
Loading Dock/Shipping/Receiving req 275
11,013

Smoking Room
20% Planning Factor (restrooms/corridors, etc.)

req
req

100
6,817

6917




Raw
Square
Footage

Planning
Factor of
20%

Total
Square
Footage

7670

1,534

9,204




8007

1,601

9,608

18,694

3,739

22,433




